NOTES:
1. WIRE SHOWN AWAY FROM PIPE FOR CLARITY. WIRE SHALL BE INSTALLED ON THE SIDE OF PIPE THAT IS CLOSEST TO THE CENTERLINE OF ROADWAY.
2. WIRE SHALL BE FASTENED TO THE PIPE AT 5’ INTERVALS

PRIOR TO ACCEPTANCE BY THE CITY ALL TRACER WIRE MUST BE TESTED FOR FUNCTIONALITY

TRACER WIRE PLAN (WATER)

NO SCALE
**Note:**

- For all services, tracer wire shall be grounded using a brass/bronze grounding clamp.

- Trace wire on services shall terminate within 18" - 24" of water main.
Prior to acceptance by the City, all tracer wire must be tested for functionality.